PCM modules, constructed from a paraffin/LDPE composite, were tested in an occupied London office, in summer. Design variations tested the effect on heat transfer of a black paint or aluminium surface, the effect of different phase transition zones and the effect of discharging heat inside or outside.
NOMENCLATURE

INTRODUCTION
Research and development of passive PCM technologies has tended to focus on fabric incorporation of PCM elements -commonly wallboards. Performance is often assessed in terms of the internal temperature reduction, as in the research conducted by Scalat et al. [1] , Schossig et al. [2] , Ahmad et al.
[3], Kuznik and Virgone [4] and Castell et al. [5] . Optimisation of characteristics has been investigated by, for example, Kuznik et al. [6] , in terms of wall board thickness, and ideal thermophysical properties by Zhang et al. [7] . Commercially available products have emerged such as DuPont Energain [8] . Examples of PCM incorporation into concrete may be found in Hadjeva et al.'s study into stabilising shape through combination with concrete [9] and Cabeza et al. [10] .
Hawes et al. [11] identify several reasons why wallboards and concrete blocks are selected for passive temperature control, such as the ease with which they can be installed by tradesmen with conventional skills and the fact that production and marketing can be conducted with existing facilities. The aim with that approach is for products to fit into existing construction processes but the disadvantage is that the heat transfer rate and thermal capacity are necessarily limited by a limited useful surface area and depth of heat penetration. A further issue is the potential inability to sufficiently reject heat at night due to elevated night time ambient temperatures.
There is an opportunity to develop PCM elements that are not incorporated into the building fabric to increase the surface area and available capacity. This may be done through the creation of 'Sails', units designed for location below the ceiling in an occupied space. Sail designs have been developed by companies such as S&P Coil Products [12] , where it is understood that the increased surface area creates increased convective heat transfer rates. Thermal fabric element manufacturer, Ilkazell, have developed the Ilkatherm panel [13] that incorporates PCM and may be employed as a cooling sail. However this does not increase the surface area of the system since only the bottom surface is exposed.
In this work prototype PCM Sails were constructed from commercially available paraffin/low-densitypolyethylene (LDPE) composites and positioned below the ceiling of an occupied office space. This was done to obtain environmental data for the validation of semi-empirical models of the Sail modules, whose internal temperature was monitored. It also allowed the external discharge of heat to take place on a typical central London rooftop, which meant the modules would cool to the level that would be expected in a full-scale installation. The cooling effect of each module can be inferred by the heat absorbed. The modules were intended to absorb excess room heat during the daytime, through the melting of the contained paraffin, and then discharge this heat at night, through the freezing of the paraffin. Four modules were constructed to test three design variations:
The first variation was in the surface of the modules: aluminium foil and tape or aluminium foil and tape, sprayed with matt black paint. The black modules were intended to interact radiantly (as well as convectively) with the surroundings during both charge and discharge; the aluminium modules were only intended to interact convectively.
The second variation was in the choice of PCM itself. Both were paraffins but one had a manufacturerquoted transition zone of 22°C and the other of 26°C, known as A22 and A26, respectively [14] . A22 was intended to begin transferring heat faster at lower temperatures, with A26 reacting only at higher temperatures. The anticipated result was that, assuming full freezing occurred the previous night, during days in which the dry bulb air temperature reached a maximum between 22°C and 26°C, only A22 would melt, while A26 would remain fully frozen.
The third variation was in the location for cooling. Every evening three modules were transported to a roof-top rig to discharge their heat while one remained inside to cool. Transporting PCM modules outside presents a mechanical engineering challenge but has the advantage of greater contact with night time heat sinks. As an example, cross-envelope transport could be realised through a rotating rooflight. PCM Sail units would be attached to the underside of the rooflight to effect cooling during the daytime. At night, the rooflight elements would rotate 180˚, thus exposing the PCM Sails to the night time sky and air.
The modules tested were an externally-cooled, aluminium-covered, A22 module (A22,Al,EC), an
externally-cooled, aluminium-covered, A26 module (A26,Al,EC), an externally-cooled, black, A22 module (A22,Bl,EC), module and an internally-cooled, black, A22 module (A22,Bl,IC). Each variation is manifested in at least two modules, which are identical in every other respect, to allow reliable comparisons.
EXPERIMENTAL METHOD
Module Construction
All modules were constructed from four 150 mm 2 
In Situ Monitoring
During daytime the modules were hung from a rig 2.5 m above the ground: the height at which full scale systems would be located (see Fig. 2 ). The thermocouples were connected to wall-mounted data loggers, which in turn were connected to a laptop for recording temperature at single minute intervals.
This allowed near constant recording over several days without disturbance to occupants. Due to their small size, it was assumed that no detectable effect on the room temperature would occur.
Two hobo data loggers were hung from either end of the rig to record the dry bulb temperature, taken to be the mean, every three minutes. This also verified that the air temperature around the modules was near uniform. A globe thermometer was also hung from the rig and recorded at minute intervals.
At around 8:00pm the A22,Bl,IC module remained in its position to discharge, while the rest were hung from a roof-top rig (see Fig. 3 .). The thermocouples in the external modules were connected to internally located loggers and a laptop, for monitoring throughout the night. A tinytag logger was hung from the external rig to record the external air temperature at three minute intervals.
At around 7:00am the outside cooling modules were transferred from the external rig to the internal rig. This procedure took around 30 to 50 minutes, during which time data logging ceased. The reverse procedure took the same time. Maximum and average wind speeds, as well as dry bulb temperature, were recorded at the time of each transfer.
CFD Modelling, Validation and Generation of Parameter Profiles
The in-situ measurements were used in conjunction with differential scanning calorimetry (DSC) measurements of thermophysical properties to produce semi-empirical CFD models of the modules with the solidification/melting solver in FLUENT. This uses an enthalpy porosity formulation to model the melting and solidification of the PCM. This means that the liquid front is not tracked explicitly. Instead an enthalpy balance,
in which
is used to compute the liquid fraction, β, where,
at each time step [15] .
FLUENT performs iterations between equations 1 and 2 in order to find the temperature in each element [15] . Since the LDPE stabilises the paraffin's shape upon melting, all particles have permanent zero velocity. In addition, no heat generation occurs and so the associated terms go to zero and drop out of Eq. (1):
Substituting for H (Eq. (2)), Eq. (5) results:
The thermophysical properties of the PCMs are shown in Table 1 and Fig.s 4 and 5 . Here "Melt start temp" refers to the temperature at which melting begins, as the temperature of the substance is increased, found through analysis of DSC data. "Melt finish temperature" refers to the temperature at which melting ceases. "Freeze start temp" and "Freeze finish temp" equivalently refer to start and finish temperatures for freezing, off-set from the melting temperatures because of under-cooling.
During charge periods T solidus is taken to be equal to "Melt start temp" and T liquidus is taken to equal "Melt finish temp", for that material. FLUENT models the sensible heating and melting of the material as a step function, illustrated in Fig.s 4 and 5 .
FLUENT read the boundary conditions as shown in Eq.s (6), (7), (8) and (9): For heating the modules:
,
).
For cooling the modules:
In Eq.s (6) and (7) the emissivity, ε, is taken to be equivalent to the absorptance of the surface. These conditions apply equally in the y and z directions, exchanging x for y or z and e for f or g, respectively.
For the black modules, T surr was taken to equal the recorded globe temperature and an emissivity of 0.98 was used [16] .The aluminium modules were assumed to only interact convectively with the environment and so had an emissivity of zero. A convective heat transfer coefficient was calculated for all surfaces individually using Eq. (10):
Characteristic lengths of 0.15 and 0.035 were used for the top/bottom and side surfaces, respectively.
Nusselt numbers were calculated using Eq.s (11) , (12) and (13) It was important to validate the models to ensure that the generated profiles of average liquid fraction and total surface heat transfer rate could be taken to be true. The profiles were then used for performance comparisons.
The heat transfer rate profiles had a misleading number of sharp peaks resulting from the periodic changes in air and globe temperatures. The curve was smoothed out by taking the centrally occurring heat transfer values for each sub-period and disregarding the rest of the data. This is because the model assumes a simple step function for the variation in heat flow to/from each element, rather than a smooth curve, as indicated in Fig. 5 . The limitation of the FLUENT solidification/melting solver is the transition between wholly sensible and partially latent heating/cooling processes. Fig. 10 shows curves for the A22,Bl,EC module. Good correlation is observed and the same sharp rise as seen in Fig. 9 is observed when the model reaches T liquidus . The model curves then peak and fall at an earlier time and lower temperature than the actual module. This is most likely due to an additional localised radiant heat source acting upon the module, direct sunlight being a strong possibility as the module had a good view of the window. 
RESULTS
Validation
Average Liquid Fraction and Surface Heat Transfer Rate Profiles
Profiles have been generated for a single charge period, from 8:08am to 20:30pm. The air and globe temperatures for this period are displayed in Fig. 12 . In general the results are best understood through comparison of two identical modules that differ in one respect -cooling location, surface material or PCM type. All modules were heated by the internal environment and so melted, at differing rates, over the course of the day. Fig. 13 shows the average liquid fraction profiles for the four panels. The A22,Bl,IC module was already 88% melted at the start of the period, compared with 56% for the equivalent externally cooled module, A22,Bl,EC. This indicates that the internally cooled module was unable to sufficiently reject heat during the previous night. Outside, a large amount of rain had fallen and temperatures had dropped to a minimum of 14.5˚C, with maximum recorded wind speeds of 1.3 and 0.7 measured at 8:30pm and 7:20am, respectively. All this contributed to the higher heat rejection rate achieved by the externally cooled module. By contrast, no detectable air flow was measured around the internally cooled module and the temperature only dropped to a minimum of 19.8˚C. This is because the room experiences a low ventilation rate at night, due to windows being closed for security reasons. In addition, significant heat gains resulted from eighteen computers, three printers and a refrigerator. At 11:42am the internally cooled module has completely melted and at 12:47pm so has the externally cooled module -i.e. the liquid fractions reach a value of one. After this, only sensible heating occurs.
The A22,Al,EC module was 41% melted at the start of the period; 15% lower than its black counterpart, A22,Bl,EC. However, this difference is not due to the aluminium module achieving a higher heat transfer rate the previous night. It is due to the extremely rapid absorption of heat by the black module during the time that the modules were brought inside and set up for internal monitoring. This is supported by the high heat transfer rate seen in the black module at the beginning of the charge period (see shown to start to melt at 11.22 ˚C (even lower in fact.) The portion that melts at temperatures below the thermal comfort zone either decreases the possibility of effective heat rejection at night (as in this case) or removes heat unnecessarily from the room. In both cases valuable storage capacity is not available for cooling. To minimize volume and weight of PCM, a material with a similar energy density and a transition zone more closely aligned to the thermal comfort zone, should be sought.
This problem applies similarly to A26 but here the excess capacity is found largely above the thermal comfort zone with the material becoming fully melted at 27.28˚C -see Fig. 4 . The A26,Al,EC module differed from it counterpart A22,Al,EC module (and the other modules) in that it was completely solid at the start of the discharge period due to its having a higher melt temperature. At the end of the period it is only 70% melted. The maximum room temperature was 25.56 ˚C, not high enough to fully melt the A26 despite being above the thermal comfort zone. Fig. 14 shows the surface heat transfer rates for the same charge period and modules. The general design conflict to be noted here is that as the temperature rises throughout the day, the cooling capacity of the modules fall. All start at a maximum and fall continuously due to increasing surface temperatures, apart from the A22,Bl,IC module. At 8:32 this module is transferring heat at 3.25 W/m 2 rising to 12.22 W/m 2 at 10:12 due to increasing globe and air temperatures. This is only possible because it begins the period with such a small temperature difference with its environment. The higher heat transfer rates achieved by the externally cooled modules are more desirable for a cooling system, with values of 37.33, 27.93 and 34.47 W/m 2 achieved initially for the A22,Bl,EC, the A22,Al,EC and the A26,Al,EC modules, respectively. The A22,Al,EC exhausts its capacity so quickly that from 14:22 onwards it is transferring heat at the same rate as its internally cooled counterpart. This rapid heat transfer is why it completely melts so early. It should be noted, however, that a full scale installation would hold the internal temperature down and so produce a more level heat flux over time.
The A22,Al,EC module starts at a lower heat flux than its black counterpart, A22,Bl,EC, but by 11:52 is transferring heat at higher rate because of its lower temperature. The higher heat flux is due to the black module's radiant interaction with the environment. The aluminum module has negligible radiant interaction. Because the black module heats up quicker, its heat exchange rate falls quicker due to a lower temperature difference between the surface and the surroundings. In this instance the aluminium module appears to function more favourably as it maintains a higher heat flux for most of the period; particularly during times of peak temperature.
The A26 module maintains the most steady heat flux because of its negligible radiant interaction with the environment and the fact that it never exhausts its latent heat capacity. In towards the end of the day it is transferring heat faster than its A22 counterpart due to the A22,Al,EC exhausting all of its latent heat capacity, causing it to hasten towards thermal equilibrium with the room.
CONCLUSIONS
The modeling method proved effective with good validation obtained in most cases; however a limitation in the FLUENT solver was revealed when significant deviations were observed between model and reality when the model reaches an average liquid fraction of 1.
The generated average liquid fraction profiles and total surface heat transfer rates provide a clear basis for comparison of module performance and several conclusions were reached:
The A22 material was shown to melt at excessively low temperatures, causing much of its thermal storage capacity to either not be accessed, in cases when not all heat can be rejected at night, or exhausted unnecessarily by removing heat from the room at low temperatures. This problem exists in the opposite way for the A26 material because it cannot fully melt, even at temperatures above the comfort zone.
The A22,Bl,EC module transfers heat and exhausts its latent storage capacity quicker than the equivalent aluminium-encapsulated module, A22,Al,EC, which maintains a more steady heat transfer rate,
showing radiant interaction to be a significant element in the heat transfer to the modules.
The A22,Bl,IC transferred far less heat and became fully melted earlier than its externally cooled counterpart. This highlights an opportunity to greatly increase heat rejection through the transport of PCM modules outside at night and highlights the need for effective ventilation, should the modules remain inside All modules' surface heat fluxes declined significantly, reaching zero W/m 2 before the end of the charging period. This must be avoided in a full scale system to ensure cooling is achieved throughout the day.
Continuing work could look at simulating full-scale Passive PCM Sail systems which promote radiant heat transfer, use PCM with a phase transition zone more closely aligned to the thermal comfort zone and can be efficiently transported outside for cooling at night. 
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